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GENERAL ELECTRICAL NOTES (APPLY TO ALL DRAWINGS):
E LECTR | CAL PLAN SYM BO LS ABBREV IATION S A. ALL WORK SHALL COMPLY WITH THE LATEST EDITION OF THE NATIONAL FIRE PROTECTION ASSOCIATION (NFPA)
THIS IS A COMPREHENSIVE SYMBOL SCHEDULE. NOT ALL SYMBOLS ARE APPLICABLE TO THESE DRAWINGS CODES, NATIONAL ELECTRICAL MANUFACTURER'S ASSOCIATION (NEMA) STANDARDS, TIA/EIA STANDARDS,
A AMPERES Lo AN LUGS ONLY UNDERWRITER LABORATORIES, INC. (UL) LISTINGS, APPLICABLE LOCAL AND REGIONAL CODES, AND VA
Mggg:é,;GOHFESEC;FCEO Mg;n?:éﬁGQHFESECLEO AC ABOVE COUNTER MOV METAL OXIDE VARISTOR REQUIREMENTS AND STANDARDS.
SYMBOLS DESCRIPTION SYMBOLS DESCRIPTION AF AMPERES FUSE OR AMPERES FRAME MPR MOTOR PROTECTION RELAY
UNLESS OTHERWISE UNLESS OTHERWISE AFF ABOVE FINISHED FLOOR MR MULTLRATIO B. CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL PERMITS ASSOCIATED WITH THIS PROJECT ON BEHALF OF
INDICATED INDICATED AHU AIR HANDLING UNIT MTD MOUNTED THE VA. REFERENCE SPECIFICATION SECTIONS 260511 AND 260512 FOR ADDITIONAL REQUIREMENTS.
AIC AMPERES INTERRUPTING CAPACITY MVA MEGAVOLT AMPERES
CEILING-MOUNTED JUNCTION BOX Q SINGLE-PHASE OR THREE-PHASE MOTOR (REFERENCE ONE-LINE DIAGRAM OR ALUM ALUMINUM (LIGHTING PROTECTION SYSTEM ONLY) C. CONTRACTOR SHALL RECOGNIZE THAT PROJECT SCOPE INCLUDES ALL PROJECT CONTRACT DOCUMENTS
O PANELBOARD SCHEDULE FOR WIRING AND CONTROL REQUIREMENTS) QECH ﬁggﬁﬁi@%gi Hc Hgﬁ@ﬁ? FC{LNOOSF,{E“SAL POWER (POLE OF ATS) (DRAWINGS AND SPECIFICATIONS). THE DRAWINGS AND SPECIFICATIONS SHALL BE TAKEN TOGETHER AS ONE.
KD WALL JUNCTION BOX 4] NON-FUSED DISCONNECT SWITCH (30A/3P UON) AT AMPERES TRIP NEC NATIONAL ELECTRICAL CODE CONTRACTOR SHALL SHALL PROVIDE WORK SPECIFIED AND NOT INDICATED OR WORK INDICATED AND NOT
ATC AUTOMATIC TEMPERATURE CONTROL NEMA NATIONAL ELECTRICAL MANUFACTURERS ASSN SPECIFIED AS THOUGH MENTIONED IN BOTH.
. CONDUIT CONCEALED IN WALL OR CEILING, QUANTITY OF CONDUCTORS ATS AUTOMATIC TRANSFER SWITCH NiCd NICKEL-CADMIUM
3 SWITCH:  SINGLE POLE (HORSEPOWER RATED WHEN USED AS MOTOR DISCONNECT) 48 INCHES /7 NOT SHOWN, PROVIDE AS REQUIRED FOR DEVICE/CIRCUIT NUMBERS SHOWN. ’Q‘,\’A"gs ngLFS'lﬁéNMVX:\TAEG%?AUEiﬁ CONTROL SYSTEM mbo- HSS’@B"QFL{LY OPEN D. CONTRACTORS ARE TO COORDINATE ALL WORK WITH THE VA COTR. CLEAN ALL DEBRIS FROM THE CONSTRUCTION
. . BE BALLAST FACTOR NTS NOT TO SCALE SITE TO THE SATISFACTION OF THE VA COTR. REFERENCE SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS.
== DUPLEX RECEPTACLE HOSPITAL GRADE, 20A-125V; 2P-3W-G; NEMA 5-20R 18 INCHES L1246
4y HOME RUN TO PANELBOARD, QUANTITY OF CONDUCTORS REQUIRED NOT INDICATED, BLDG BUILDING
/-> PROVIDE QUANTITY AS REQUIRED FOR CIRCUIT NUMBERS SHOWN, SWITCHING oC OVERCURRENT, ON CENTER E. GROUND: CONTINUITY OF GROUND THROUGHOUT THE SYSTEM SHALL BE PROVIDED. SYSTEM GROUND TO COMPLY
@ SINGLE POINT CONNECTION ARRANGEMENT, OR NUMBER OF HOME RUNS SHOWN. C CONDUIT OCPD OVERCURRENT PROTECTIVE DEVICE WITH NEC REQUIREMENTS. RACEWAY SHALL NOT BE RELIED UPON FOR SOLE EQUIPMENT GROUNDING MEANS. ALL
B CIRCUIT BREAKER ey i Eﬂ’*E“giTEAF;ENT MANURACTURER RACEWAY (CONDUIT, CABLETRAY, SURFACE RACEWAY, ETC) SHALL HAVE CONTINUOUS GROUND THROUGHOUT
1 DPD DUCT PHOTOELECTRIC DETECTOR //// HASH MARKS INDICATE ITEM NOTED TO BE REMOVED CLF CURRENT LIMITING FUSE OFCI OWNER-FURNISHED, CONTRACTOR INSTALLED RACEWAY SYSTEM, SIZE PER NEC. CONTRACTOR SHALL ENSURE AND CONDUCT ALL PERFORMANCE CRITERIA AND
4 COAX COAXIAL OFOI OWNER-FURNISHED, OWNER INSTALLED TESTING OF GROUNDING SYSTEM PER NFPA. REFERENCE SPECIFICATIONS FOR ADDITIONAL REQUlREMENTS.
CONT CONTINUATION OH OVERHEAD
[sd LOW AIR SUPERVISORY SWITCH @ NOTE IDENTIFICATION COORD  COORDINATE OHP OVERHEAD PAGING SYSTEM F. CONTRACTOR SHALL REPLACE ANY ACOUSTICAL CEILING TILES, PORTIONS OF THE SUSPENSION SYSTEM OR
ggTR ggmigﬂxﬁﬁmcms TECHNICAL REPRESENTATIVE b BPOLE EXPOSED GRID SYSTEM DAMAGED BY HIS WORK.
COMBINATION FIRE/SMOKE DAMPER BY DIVISION 23 CPT CONTROL POWER TRANSEORMER PA PUBLIC ADDRESS (OVERHEAD PAGING SYSTEM)
oT CURRENT TRANSFORMER PAD'T PAD-MOUNTED G. ALL CONDUIT PENETRATING FIRE WALLS, FIRE BARRIERS, SMOKE BARRIERS, OR FIRE PARTITIONS SHALL COMPLY
MOTORIZED DAMPER CTR CONTROLLER PAR PARABOLIC WITH APPLICABLE BUILDING CODES AND SHALL BE SEALED TIGHT WITH AN APPROVED FIRE STOP SEALANT
M} cu COPPER oe BUSHBUTTON RESTORING THE WALL/BARRIER/PARTITION TO ITS ORIGINAL RESISTANCE, SEE SECTION 078400. UNLESS OTHERWISE
o8 DIRECT BURIAL gl POWER DISTRIBUTION CENTER(UNIT SUBSTATION) NOTED ON DRAWINGS, ALL WALL, CEILING, AND FLOOR SLAB PARTITIONS SHALL BE CONSIDERED AS FIRE RATED
DET DETAIL PE POWER FACTOR PATCHED ACCORDINGLY.
DIV DIVISION PFCC POWER FACTOR CORRECTION CAPACITOR
DPDT DOUBLE POLE, DOUBLE THROW PH PHASE H. ALL ELECTRICAL CONDUIT SHALL BE CONCEALED IN WALLS OR CEILINGS IN FINISHED AREAS.
DPST DOUBLE POLE, SINGLE THROW PIR PASSIVE INFRARED
bwe DRAWING i P R N xoo!C CONTROLLER . BRANCH CIRCUITS SHALL BE MINIMUM #12 CONDUCTOR AND 3/4" CONDUIT. UPSIZE CONDUIT/CONDUCTORS FOR OCPD,
E EMERGENCY POWER (POLE OF ATS) PROV PROVIDE VOLTAGE DROP, ETC AS REQUIRED BY THE NEC AND VA SPECIFICATIONS AND REQUIREMENTS.
EA EACH P.O.S POINT OF SALE
EC EMPTY CONDUIT PT POTENTIAL TRANSFORMER J. REFERENCE MECHANICAL DRAWINGS AND SPECIFICATIONS FOR WORK PHASING AND CONSTRUCTION CONTROLS
NOTES: EG EQUIPMENT GROUND PVC POLYVINYL CHLORIDE PLAN.
1. FOR DEVICES SHOWN AS 48 INCHES MOUNTING HEIGHT, WHEN INSTALLED IN MASONRY BLOCK WALLS, MOUNTING AT 48 INCHES TO THE TOP OF THE OUTLET BOX IS ACCEPTABLE. EkAETCT Elﬂggs:gﬁ_?\nETALuc CONDUIT PVC-RGS PVC-COATED RGS CONDUIT
ENG ELECTRONIC NEWS GATHERING RCPT RECEPTACLE K. FOR THE DEMOLITION PLANS, NOT ALL ELECTRICAL ITEMS REQUIRING DEMOLITION MAY BE SHOWN. VISIT SITE
EWC ELECTRONIC WATER COOLER RE, REF REFER TO, REFERENCE, REGARDING BEFORE BIDDING AND BECOME FAMILIAR WITH WORK REQU|RED.
EXIST,EXG EXISTING RGS RIGID GALVANIZED STEEL
gms ggg#"MEAN SOUARED L. CONTRACTOR SHALL BE COGNIZANT THAT MULTIPLE BUILDING SYSTEMS TIE INTO EXISTING CAMPUS SYSTEMS
e R o B e DLES RVAT REDUCEDVOLYAGE AUTO. TRANSEORMER (PRIMARY ELECTRICAL, FIRE ALARM, DATA/TELECOMM, ETC) AND AS SUCH LOCATIONS AND CONDITIONS OF EXISTING
FLA FULL LOAD AMPERES ELECTRICAL EQUIPMENT SHOWN SHALL BE FIELD VERIFIED. CONTRACTOR SHALL MAKE ALLOWANCES IN THEIR BID
FUT FUTURE SAT SATELLITE FOR ACTUAL CONDITIONS, DEMOLITION AND CONSTRUCTION FOR THIS PROJECT SHALL BE PERFORMED IN PHASES IN
FVNR FULL VOLTAGE NON-REVERSING SCADA SUPERVISORY CONTROL AND DATA ACQUISITION ORDER TO MAINTAIN OPERATION OF ALL CAMPUS BUILDINGS AND SYSTEMS. ANY WORK THAT WOULD RESULT IN
FVR FULL VOLTAGE, REVERSING gg:EM gg:gax#lEC’SCHEDULED MINOR BUILDING INTERRUPTIONS SHALL BE SUBMITTED TO THE VA COR FOR APPROVAL AT LEAST 48 HOURS PRIOR
G GND  GROUND oF SERVICE ENTRANCE TO COMMENCING WORK. ANY WORK THAT WOULD RESULT IN A MAJOR OUTAGE IN A BUILDING SHALL BE SUBMITTED
Gi:CI,GFI GROUND FAULT CIRCUIT INTERRUPTER SH SHEET TO THE VA COR FOR APPROVAL AT LEAST TWO WEEKS PRIOR TO COMMENCING WORK. ALL BUILDING 86 ELECTRICAL
GP GENERAL PURPOSE SHD SHIELDED SYSTEMS INTERRUPTIONS SHALL BE KEPT TO AN ABSOLUTE MINIMUM. REFERENCE SPECIFICATION SECTIONS 260511
SIM SIMILAR AND 260512 FOR ADDITIONAL REQUIREMENTS.
HID HIGH INTENSITY DISCHARGE SPD SURGE PROTECTION DEVICE
HOA HAND-OFF-AUTOMATIC SPDT SINGLE POLE, DOUBLE THROW
HP HORSEPOWER SPST SINGLE POLE, SINGLE THROW
HPS HIGH PRESSURE SODIUM SS STAINLESS STEEL
HVAC HEATING, VENTILATION, & AIR CONDITIONING SSCCA SYMMETRICAL SHORT CIRCUIT CURRENT AVAILABLE
SSOL SOLID STATE OVERLOAD
IC INTERRUPTING CAPACITY SSS SOLID STATE STARTER
ID INNER DIAMETER STD STANDARD
IDF INTERMEDIATE DISTRIBUTION FRAME STN STATION
IG ISOLATED GROUND STP SHIELDED TWISTED PAIR
110 INPUT/OUTPUT sSw/ SWITCH
SWBD SWITCHBOARD
JB JUNCTION BOX SWGR SWITCHGEAR
SYM SYMMETRICAL
K KILO, THOUSAND SYNCH SYNCHRONOUS
KA KILOAMPERES
KAIC THOUSAND AMPS INTERRUPTING CAPACITY TELECOM TELECOMMUNICATIONS
KCMIL THOUSAND CIRCULAR MILS TSP TWISTED SHIELDED PAIR
KV KILOVOLT TOL THERMAL OVERLOAD
KVA KILOVOLT AMPERES TVSS TRANSIENT VOLTAGE SURGE SUPPRESSOR
KW KILOWATT TYP TYPICAL
KWHD KILOWATT-HOUR DEMAND
UG UNDERGROUND
L LOAD POLE OF ATS UL UNDERWRITERS LABORATORY
LCP LIGHTING CONTROL PANEL UON UNLESS OTHERWISE NOTED
LED LIGHT EMITTING DIODE UPS UNINTERRUPTIBLE POWER SUPPLY
LIG LONG TIME, INSTANTANEOUS, GROUND FAULT USE UNDERGROUND SERVICE ENTRANCE
LM LUMENS UTIL UTILITY
LR LOCAL-REMOTE UTP UNSHIELDED TWISTED PAIR
LRA LOCKED ROTOR AMPERES
LS EMERGENCY LIFE SAFETY POWER V VOLTS
LSG LONG TIME, SHORT TIME, GROUND FAULT VA VETERAN'S ADMINISTRATION
LSIG LONG TIME, SHORT TIME, INSTANTANEOUS, VA VOLTS-AMPERE
GROUND FAULT VAC VOLTS ALTERNATING CURRENT
LTG LIGHTING VAR VOLTS-AMPERE REACTIVE
VAV VARIABLE AIR VOLUME
M MEGA, MILLION VDC VOLTS DIRECT CURRENT
mA MILLI AMP VFD VARIABLE FREQUENCY DRIVE
MAX MAXIMUM V.R.S. VARIABLE RISE SEAT
MCB MAIN CIRCUIT BREAKER
MCC MOTOR CONTROL CENTER w/ WITH
MCCB MOLDED CASE CIRCUIT BREAKER w WIRE
MCOV MAXIMUM CONTINUOUS OPERATING VOLTAGE WAP WIRELESS ACCESS POINT
MCP MOTOR CIRCUIT PROTECTOR WDR WIRELESS DURESS SYSTEM REPEATER
MDF MAIN DISTRIBUTION FRAME WP WEATHERPROOE
MECH MECHANICAL XFMR TRANSFORMER
MFR MANUFACTURER, MANUFACTURER'S XMTR TRANSMITTER
MH MANHOLE, METAL-HALIDE XSTN TRANSITION
MIN MINIMUM Y WYE
z IMPEDANCE
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GENERAL NOTES:

A. ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID
UNLESS SPECIFICALLY IDENTIFIED AS AN ADD ALT.

B. VERIFY IN FIELD ALL EXISTING CONDITIONS.

C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT LOCATIONS OF ALL
MECHANICAL EQUIPMENT BEING DEMOLISHED WHICH NEED ELECTRICAL
DISCONNECTION.

PLAN NOTES:

@ REMOVE ELECTRICAL CONNECTION TO HEATING WATER PUMP, DISCONNECT
SWITCH, ETC AS REQUIRED. REMOVE CONDUCTOR BACK TO PANEL AS WELL AS
CORRESPONDING BREAKER. CONTRACTOR MAY REUSE EXISTING CONDUIT,
| VERIFY IN FIELD THAT EXISTING CONDUIT IS 3/4" C.

- -

N aa

REMOVE ELECTRICAL CONNECTION TO AIR HANDLING UNIT, DISCONNECT SWITCH,

S— N (2)
@) ETC AS REQUIRED. REMOVE CONDUCTOR BACK TO PANEL AS WELL AS
CONFERENCE CORRESPONDING BREAKER. CONTRACTOR MAY REUSE EXISTING CONDUIT,
ROOM VERIFY IN FIELD THAT EXISTING CONDUIT IS 3/4" C.

one eighth inch

|
e ® |
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e | |
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i E | I
§. g : : @ REMOVE ELECTRICAL CONNECTION TO FAN COIL UNIT, ETC AS REQUIRED. RETAIN
a N. IN PLACE ALL EXISTING CONDUCTORS AND GROUNDING CONDUCTORS FOR
(SEE SW'TCEEE)lARD 86M2) o ® | | RECONNECTION IN PROJECT REMODEL PHASE.
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GENERAL NOTES:

EXISTING AHU
TIED TO A. ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID
?ggﬁbl),?’ﬁ UNLESS SPECIFICALLY IDENTIFIED AS AN ADD ALT.

B. VERIFY IN FIELD ALL EXISTING CONDITIONS.
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SCALE: 1/8"=1-0"

BUILDING 86
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GENERAL

|

® OELS)

FIRST FLOOR KEY PLAN

.
% SD C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT LOCATIONS OF ALL
vMecH [T g MECHANICAL EQUIPMENT BEING DEMOLISHED WHICH NEED ELECTRICAL
ROOM frm DISCONNECTION.
| v PLAN NOTES:
B ATH/SHOWER I @ REMOVE ELECTRICAL CONNECTION TO AIR HANDLING UNIT, DISCONNECT SWITCH,
S — ! ! — ! ! ——F—F——11 ||sTOR. i — ! ! ' ! — T | Il O ETC. AS REQUIRED. REMOVE CONDUCTOR BACK TO PANEL AS WELL AS
— BEDROOM —'T'—' L |—l.-_' I N EL I 86CC 23@ | |—'T L —] 1 - CORRESPONDING BREAKER. CONTRACTOR MAY REUSE EXISTING CONDUIT,
- ] STORAGE, - ‘ )
86CB-32 U RED 86CC9| | ) [ Jgscc-11 SDGCC-19 / 0 ORAGE.| 8% BEDROOM- | BEDROOM_ /7o\ | VERIFY IN FIELD THAT EXISTING CONDUIT IS 3/4" C.
/ ¢ BEDROOM- BEDROOM- 1 : ) SUPPLIES FC 2BED 2 BED 1| (4)
{4)" 5 ep 2BeD L FCN\ 55(@ S / FC\ (2) 5 86CC-4 e \ 12 / (2) THIS FAN COIL UNIT TO BE DEMOLISHED WITH NO REPLACEMENT AT THIS
, P TOILET, \ 6 / Crarr \ 8 / 119 , 0% = | 86CC.6 , LOCATION. NEW FAN COIL UNIT FC-67 TO BE CONNECTED TO THIS CIRCUIT. NEW
(FONGREGAT ' ~ , UTILITY, /) ' o 86CC-12 FC-67 IS IN THIS ROOM, SEE E202.
o || S S /\’ g)z( 11 | ] @ THIS FAN COIL UNIT TO BE DEMOLISHED WITH NO REPLACEMENT AT THIS
1 | | i I 1! - , , , [ ] ] LOCATION. NEW FAN COIL UNIT FC-66 TO BE CONNECTED TO THIS CIRCUIT. NEW
L] i FC-66 IS IN ROOM 102 EXAM TREATMENT ROOM/CRASH CART, SEE E202.
86CC-13 86CC-23 NORTH
— 0 / FC\ CORRIDOR DAY ROOM (4) REMOVE ELECTRICAL CONNECTION TO FAN COIL UNIT, ETC AS REQUIRED. RETAIN
H /@ '\30/ 160 IN PLACE ALL EXISTING CONDUCTORS AND GROUNDING CONDUCTORS FOR
— | , RECONNECTION IN PROJECT REMODEL PHASE.
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GENERAL NOTES:

A. ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID
UNLESS SPECIFICALLY IDENTIFIED AS AN ADD ALT.

B. VERIFY IN FIELD ALL EXISTING CONDITIONS.

C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT LOCATIONS OF ALL
MECHANICAL EQUIPMENT BEING DEMOLISHED WHICH NEED ELECTRICAL
DISCONNECTION.

PLAN NOTES:

@ REMOVE ELECTRICAL CONNECTION TO AIR HANDLING UNIT, DISCONNECT SWITCH,
ETC AS REQUIRED. REMOVE CONDUCTOR BACK TO PANEL AS WELL AS
CORRESPONDING BREAKER. CONTRACTOR MAY REUSE EXISTING CONDUIT,

PANEL PANEL VERIFY IN FIELD THAT EXISTING CONDUIT IS 3/4" C.
86M4 86M5
PANEL @
S6EMA? REMOVE ELECTRICAL CONNECTION TO FAN COIL UNIT, ETC AS REQUIRED. RETAIN
BEDROOM. \|\ IN PLACE ALL EXISTING CONDUCTORS AND GROUNDING CONDUCTORS FOR

/FC\ RECONNECTION IN PROJECT REMODEL PHASE.
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GENERAL NOTES:

A.  ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID
UNLESS SPECIFICALLY IDENTIFIED AS AN ADD ALT.

B. VERIFY IN FIELD ALL EXISTING CONDITIONS.

C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT LOCATIONS OF ALL
MECHANICAL EQUIPMENT BEING DEMOLISHED WHICH NEED ELECTRICAL
DISCONNECTION.

D. PANELBOARD 86S LOCATED IN ELECTRICAL CLOSET EAST OF STAIR S202 ON THE
SECOND FLOOR.

PLAN NOTES:
REMOVE ELECTRICAL CONNECTION TO EXHAUST FAN UNIT, ETC AS REQUIRED.
REMOVE CONDUCTORS BACK TO SOURCE OF POWER. CONDUIT TO BE
EXIST. DEMOLISHED.
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GENERAL NOTES:
A.  ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID UNLESS
SPECIFICALLY IDENTIFIED AS AN ADD ALT.
B. VERIFY IN FIELD ALL EXISTING CONDITIONS.
C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT INSTALLATION LOCATIONS.
D. CIRCUIT NUMBERS GIVEN WERE TAKEN FROM EXISTING ELECTRICAL PLANS PROVIDED BY
THE VA AND MAY NOT ACCURATELY REFLECT CIRCUIT NUMBERS IN THE FIELD. ALL
CIRCUIT NUMBERS SHALL BE VERIFIED IN THE FIELD.
2 E. PROVIDE 120V CIRCUIT(S) FOR POWERING ALL MOTORIZED DAMPERS SHOWN ON THIS
FLOOR. CONNECT A MAXIMUM OF 10 DAMPERS TO ONE CIRCUIT. CONTRACTOR MAY
UTILIZE ANY SPARE 20A BREAKER FOUND IN THE FIELD, DOCUMENT PANEL/BREAKER
= = NUMBER(S) USED FOR RECORD DRAWINGS.
o o .
s s PLAN NOTES:
i i CONFERENCE @ EXISTING PUMP TO BE REPLACED WITH NEW HWP IN THE SAME LOCATION. PROVIDE A
E & ROOM NEW, 30A NON-FUSED DISCONNECT SET TO 25A MOCP AT THE LOCATION OF THE
s © EXISTING PUMP DISCONNECTS, MOUNTED ON THE UNI-STRUT ASSEMBLY. VFD TO BE
N < 86Q-1 FURNISHED UNDER DIVISION 23, BUT INSTALLED UNDER DIVISION 26. PROVIDE 3#10 +
(SEE SWITCHBOARD 86M2) < / FC\ @ #10G CU CONDUCTORS FROM HWP, THRU THE VFD AND DISCONNECT BACK TO THE
_ oHA 2 % \ 63 / PANEL WHICH THE ORIGINAL PUMPS WHICH WERE DEMOLISHED WAS FED FROM. IF
S S THE CONDUIT WAS LEFT INTACT FROM THE DEMOLITION, THE CONTRACTOR MAY PULL
@I\ & ~ THIS NEW CABLING THROUGH THIS RACEWAY. IF THE CONDUIT WAS DEMOLISHED,
© ~._mn pa} = PROVIDE 1-3/4’C PVC SCH 40. PROVIDE NEW 40A/3P BREAKER AT THE PANEL FOR THIS
X @ o = NEW LOAD, FIELD VERIFY THE PANEL TYPE AND FRAME SIZE FOR THE BREAKER.
dD—x O & SOCIAL
San o N\ g o WORKER @ THIS ERV TO BE PROVIDED WITH AN INTEGRAL MOTOR STARTER AND DISCONNECT
CHANGING ® WP © \ @ @ OFFICE WITH A SINGLE POINT CONNECTION, COORDINATE WITH DIVISION 23. PROVIDE 3#10 +
R'V' /CH /HW WP\ #10G CU CONDUCTORS FROM SINGLE CONNECTION POINT BACK TO THE PANEL WHICH
S N >/ /Fo\ INITIALLY FED THE AHU WHICH WAS REMOVED FROM THIS LOCATION. IF THE CONDUIT
o @ s/ WAS LEFT INTACT FROM THE DEMOLITION, THE CONTRACTOR MAY PULL THIS NEW
860.3 CABLING THROUGH THIS RACEWAY. IF THE CONDUIT WAS DEMOLISHED, PROVIDE
. 86Q-7 1-3/4"C PVC SCH 40. PROVIDE NEW 40A/3P BREAKER AT THE PANEL FOR THIS NEW
/ FC\ @ LOAD, FIELD VERIFY THE PANEL TYPE AND FRAME SIZE FOR THE BREAKER.
© CEMALE R @ CONNECT THIS NEW FAN COIL UNIT TO EXISTING CONDUCTORS PREVIOUSLY
GENERAL SYCHOLOGIS CONNECTED TO THE DEMOLISHED FAN COIL UNIT AT THIS LOCATION, SEE DEMOLITION
MECHANICAL VISITOR OFFICE
STORAGE TolEET PLANS. EXTEND CONDUCTORS/CONDUIT AS NECESSARY.
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> EMB HOUSEKEEPING ISOLATION RELAY FOR CONNECTIONS TO THE COMBINATION FIRE/SMOKE
AID SET DAMPERS FROM THE FIRE ALARM SYSTEM SO THAT THE DAMPERS CLOSE
GENERAL / WHENEVER THE ASSOCIATED AIR HANDLING UNIT/EXHAUST FAN IS NOT RUNNING.
STORAGE CANTEEN / DIETITIAN
/' EACILITIES OFFICE @ PLACE A DUCT SMOKE DETECTOR IN BOTH MAIN SUPPLY AND RETURN DUCTS OF
! MANAGEMENT THE ASSOCIATED AHU. FIELD COORDINATE EXACT LOCATION OF MAIN SUPPLY AND
/Fo\ RETURN DUCT SMOKE DETECTOR WITH DIVISION 23. REFERENCE 7/E401 FOR
CANTEEN
/ @ ADDITIONAL REQUIREMENTS ON MOUNTING OF DUCT SMOKE DETECTORS.
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GENERAL NOTES:

A.

ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID
UNLESS SPECIFICALLY IDENTIFIED AS AN ADD ALT.

VERIFY IN FIELD ALL EXISTING CONDITIONS.

COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT INSTALLATION
LOCATIONS.

CIRCUIT NUMBERS GIVEN WERE TAKEN FROM EXISTING ELECTRICAL PLANS
PROVIDED BY THE VA AND MAY NOT ACCURATELY REFLECT CIRCUIT NUMBERS IN
THE FIELD. ALL CIRCUIT NUMBERS SHALL BE VERIFIED IN THE FIELD.

PROVIDE 120V CIRCUIT(S) FOR POWERING ALL MOTORIZED DAMPERS SHOWN ON
THIS FLOOR. CONNECT A MAXIMUM OF 10 DAMPERS TO ONE CIRCUIT.
CONTRACTOR MAY UTILIZE ANY SPARE 20A BREAKER FOUND IN THE FIELD,
DOCUMENT PANEL/BREAKER NUMBER(S) USED FOR RECORD DRAWINGS

POWER NOTES:

&

)

@

THIS ERV TO BE PROVIDED WITH AN INTEGRAL MOTOR STARTER AND DISCONNECT
WITH A SINGLE POINT CONNECTION, COORDINATE WITH DIVISION 23. PROVIDE 3#10
+ #10G CU CONDUCTORS FROM SINGLE CONNECTION POINT BACK TO THE PANEL
WHICH INITIALLY FED THE AHU WHICH WAS REMOVED FROM THIS LOCATION. IF
THE CONDUIT WAS LEFT INTACT FROM THE DEMOLITION, THE CONTRACTOR MAY
PULL THIS NEW CABLING THROUGH THIS RACEWAY. IF THE CONDUIT WAS
DEMOLISHED, PROVIDE 1-3/4"C PVC SCH 40. PROVIDE NEW 40A/3P BREAKER AT THE
PANEL FOR THIS NEW LOAD, FIELD VERIFY THE PANEL TYPE AND FRAME SIZE FOR
THE BREAKER.

CONNECT THIS NEW FAN COIL UNIT TO EXISTING CONDUCTORS PREVIOUSLY
CONNECTED TO THE DEMOLISHED FAN COIL UNIT AT THIS LOCATION, SEE
DEMOLITION PLANS. EXTEND CONDUCTORS/CONDUIT AS NECESSARY.

CONNECT THIS NEW FAN COIL UNIT TO THE NEW CIRCUIT SHOWN. THE CIRCUIT
WAS PREVIOUSLY CONNECTED TO ANOTHER FAN COIL UNIT WHICH WAS
DEMOLISHED BUT NOT REPLACED. COORDINATE WITH E102 FOR MORE
INFORMATION ON THE PREVIOUSLY EXISTING FAIN COIL. EXTEND
CONDUCTOR/CONDUIT OR RUN NEW AS NECESSARY TO CONNECT THIS LOAD TO
THE PANEL.

PROVIDE A 20A/1P AND 1#12+#12G CU FROM PANEL FROM 86CB TO THIS FAN COIL
UNIT FC-65. IF THERE IS AN OPEN 20A/1P SPARE IN THIS PANEL, THE CONTRACTOR
MAY UTILIZE IT.

FIRE ALARM SYSTEM NOTES:

&

@

PROVIDE AND CONNECT RELAY INDIVIDUAL ADDRESSABLE MODULE (IAM) WITH AN
ISOLATION RELAY FOR CONNECTIONS TO THE COMBINATION FIRE/SMOKE
DAMPERS FROM THE FIRE ALARM SYSTEM SO THAT THE DAMPERS CLOSE
WHENEVER THE ASSOCIATED AIR HANDLING UNIT/EXHAUST FAN IS NOT RUNNING.

PLACE A DUCT SMOKE DETECTOR IN BOTH MAIN SUPPLY AND RETURN DUCTS OF
THE ASSOCIATED AHU. FIELD COORDINATE EXACT LOCATION OF MAIN SUPPLY AND
RETURN DUCT SMOKE DETECTOR WITH DIVISION 23. REFERENCE 7/E401 FOR
ADDITIONAL REQUIREMENTS ON MOUNTING OF DUCT SMOKE DETECTORS.
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GENERAL NOTES:
A. ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID UNLESS
SPECIFICALLY IDENTIFIED AS AN ADD ALT.
B. VERIFY IN FIELD ALL EXISTING CONDITIONS.
C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT INSTALLATION LOCATIONS.
D. CIRCUIT NUMBERS GIVEN WERE TAKEN FROM EXISTING ELECTRICAL PLANS PROVIDED BY
THE VA AND MAY NOT ACCURATELY REFLECT CIRCUIT NUMBERS IN THE FIELD. ALL
CIRCUIT NUMBERS SHALL BE VERIFIED IN THE FIELD.
E. PROVIDE 120V CIRCUIT(S) FOR POWERING ALL MOTORIZED DAMPERS SHOWN ON THIS
FLOOR. CONNECT A MAXIMUM OF 10 DAMPERS TO ONE CIRCUIT. CONTRACTOR MAY
PANEL PANEL UTILIZE ANY SPARE 20A BREAKER FOUND IN THE FIELD, DOCUMENT PANEL/BREAKER
86M4 86M5 NUMBER(S) USED FOR RECORD DRAWINGS
|\ POWER NOTES:
86GB-3 86GB.1 @ THIS ERV TO BE PROVIDED WITH AN INTEGRAL MOTOR STARTER AND DISCONNECT
/7N /ro\ WITH A SINGLE POINT CONNECTION, COORDINATE WITH DIVISION 23. PROVIDE 3#10 +
ELEVATOR BEDROOM @ Q . CONFERENCE @ Q . #10G CU CONDUCTORS FROM SINGLE CONNECTION POINT BACK TO THE PANEL WHICH
WEST 2D \ 33/ R'V' \ 34 / INITIALLY FED THE AHU WHICH WAS REMOVED FROM THIS LOCATION. IF THE CONDUIT
86GB-2 /e\ WAS LEFT INTACT FROM THE DEMOLITION, THE CONTRACTOR MAY PULL THIS NEW
@ Q . CABLING THROUGH THIS RACEWAY. IF THE CONDUIT WAS DEMOLISHED, PROVIDE
\32/ 1-3/4"C PVC SCH 40. PROVIDE NEW 40A/3P BREAKER AT THE PANEL FOR THIS NEW
BEDROONL LOAD, FIELD VERIFY THE PANEL TYPE AND FRAME SIZE FOR THE BREAKER.
PRoc TOILET,
CONERETATE (2) CONNECT THIS NEW FAN COIL UNIT TO EXISTING CONDUCTORS PREVIOUSLY
CONNECTED TO THE DEMOLISHED FAN COIL UNIT AT THIS LOCATION, SEE DEMOLITION
PLANS. EXTEND CONDUCTORS/CONDUIT AS NECESSARY.
@ PROVIDE A 20A/1P AND 1#12+#12G CU FROM PANEL FROM 86GB TO THIS FAN COIL UNIT
BEDROONML. FC-68. IF THERE IS AN OPEN 20A/1P SPARE IN THIS PANEL, THE CONTRACTOR MAY
TOILET, 2 BED UTILIZE IT.
CONGREGATE
/7o\ @ PROVIDE A 20A/1P AND 1#12+#12G CU FROM PANEL FROM 86GB TO THIS FAN COIL UNIT
. FC-69. IF THERE IS AN OPEN 20A/1P SPARE IN THIS PANEL, THE CONTRACTOR MAY
\ 35/ @ UTILIZE IT.
/\ 86(?8_5 FIRE ALARM SYSTEM NOTES:
\ 36 / @ PROVIDE AND CONNECT RELAY INDIVIDUAL ADDRESSABLE MODULE (IAM) WITH AN
Q ISOLATION RELAY FOR CONNECTIONS TO THE COMBINATION FIRE/SMOKE
86GB-32 @ DAMPERS FROM THE FIRE ALARM SYSTEM SO THAT THE DAMPERS CLOSE
BEDROOM- — PANEL WHENEVER THE ASSOCIATED AIR HANDLING UNIT/EXHAUST FAN IS NOT RUNNING.
1 BED 86EMA
@ PLACE A DUCT SMOKE DETECTOR IN BOTH MAIN SUPPLY AND RETURN DUCTS OF
/Fc\ ELEVATOR THE ASSOCIATED AHU. FIELD COORDINATE EXACT LOCATION OF MAIN SUPPLY AND
PANEL _/1\ \ 52/ CENTER RETURN DUCT SMOKE DETECTOR WITH DIVISION 23. REFERENCE 7/E401 FOR
86GA EL chgl'\/chL @ ADDITIONAL REQUIREMENTS ON MOUNTING OF DUCT SMOKE DETECTORS.
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